FLOOR PLAN NOTES:

1. ALL RECEPTACLES IN BUNK ROOM SHALL BE PROTECTED BY
ARC-FAULT CIRCUIT BREAKERS @ THE PANEL OF ORIGIN.

2. FURNISH AND INSTALL STANDARD COUNTY APPROVED KNOX BOX.

3. DEDICATED OUTLETS FOR PRINTER, FAXES, ETC.

4. FOR HVAC EQUIPMENT ELECTRICAL DATA REFER TO MECH.

DWG. M201.

5. ALL RECEPTACLES IN THE KITCHEN SHALL BE GFI TYPE

RECEPTACLES.

6. ALL CATV OUTLETS, WIRING, CONNECTIONS, SHALL BE PART
OF CONTRACTOR'S SCOPE OF WORK FOR COMPLETE

FUNCTIONAL SYSTEM.

7. INSTALL DATA AND POWER OUTLETS AT 60" AFF FOR CONNECTIONS TOSOLAR

SYSTEM READOUT PANEL.

#10

PNL
MP-29,31,33

PNL

MP-35,37,39

PNL

MP-28,30

w
o
|
|
-

3y

ST

PNL LP1-1
PANEL MP

PNL

|
|
FOR CONN'S TO DAKT |
\
|
|

FIRE ALARM BELL.
SEE DWG. E501 FOR MORE INFO.
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INSTALL 2-3" EC WITH PULL WIRE TO CT CABINET LOCATION AND 2-3" EC TO ROOF
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S3E Klingemann, Inc.

8001 Braddock Road

Suite 200

Springfield, Virginia 22151
Phone: (703) 978-0100
Fax: (703) 978-6038
S3EK Project #08194.01

No. Description  Date

1 ADDENDUM #1 05/12/2010

2-4" TELEPHONE & 1-4" CATV SERVICE ENTRANCE CONDUITS. CONT. ON DWG. E002.

2-4" RISER CONDUITS INTO ACCESSIBLE CEILING ON LEVEL 1 FLOOR. FOR TELECOM

PENDANT MOUNTED DEDICATED RECEPTACLE. TERMINATE BEHIND THE RACK TO FEED

2-3" C. INTO ACCESS CEILING ON LEVEL 1 FLOOR FOR SECURITY SYSTEM CABLES.

COORDINATE LOCATIONS OF ALL EQUIPMENT, CONDUITS, CABLE TRAYS, DEVICES WITH
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Item Description KW HP Amps Volts Poles Breaker Connections Feeder Homerun Motes
11 Rangetop 0.5 120 1 20 Duplex Recept. @ 30" AFF 2 H#12; 1 #12G  KP-12
12 Microwave 1.50 12.0 120 L 20 Duplex Recept. in upper cabinet 12 #12; 1 #12G  KP-16
13 Refrigerator .50 9.1 120 1 20 Duplex Recept. @ 24" AFF 2 #1721 #1246 KP-10
14 Freezer 0.75 b 120 1 20 Duplex Recept. @ 24" AFF 2 #1721 #12G  KP-18
15 Dishwasher 20.0 120 1 20 Junct, Box @ 6" AFF 2 #12; 1 #12G  KP-20, KP-2Z2
16 Hood a.7 120 1 20 Junct, Box @ 5'-8" AFF 2 #12; 1 #1226 KP-14
21 Undecounter Ice machine 4.8 120 i 20 Duplex Recept, @ 18" AFF 2 #12;, 1 #12G KP-26
22 Disposer 1.00 120 i 20 Junct, Box @ 18" AFF 2 #12; 1 #12G  KP-28, KP-24 Install switch above counter
25 Built-in Double Owen a0.0 120 2 S0 Junct, Box @ 5" AFF d #6; 1 #380G kP-G,8
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